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OPTAH IIO CEPTHOUKAIIMH  Opran no ceprugmxauyn B3pbIBO3aNHIIEHHOr0 H PYIHHYHOI0 050pYA0BANHS
(OC LICBY) OGiuecTBa ¢ OrpaHH4eHHOl OTBETCTBEHHOCTLIO «LIEHTD 1o cepTH(HKALNN B3PbIBO3ALIHIIIEHHOT0 H PYAHHYHOIO
obopyaosanus» (000 « O LICB9»). Anpec MecTa HaXoKaeHHs I0puanyeckoro anna: Poceus, 140004, Mockockast
obnacth, JlroGepeuxuii paiion, ropoa Jlio6epusi, nocenox BYTH, AO «3asox «IKOMAIL, nutepa B, O6bexT 6, 31ax 3,
ouc 26. Axpec MecTa OCYLIIECTBIIEHHS JeATe/ILHOCTH B 06;1acTH amqgnn’raunn: Poccusi, 140004, Mockogeckasi 06,1aCTh,
JlvoGepeuxuii paiion, ropoa Jlrobepust, nocenox BYT'H, AO «3asox «JKOMALLD, Jlutepa B, O0bekT 6, 31ask 3, oduchi 26/3,
26/4,26/5,27/6, 30/1, 32. Atrectat Ne RA.RU.11AA87 o1 20.07.2015 r. Tenedon: +7 (495) 558-83-53, +7 (495) 558-82-44.
AJpec 21eKTPOHHOH MOYTHI: ccve@ccve.ru

3ASIBUTEAD O6mecTBo ¢ orpann4ennoii orpercreennocTsio "Hokorasa Diexrpux CHI™,

Ajapec MecTa HAXOKAEHHS IOPHIHYECKOI0 JIHIA H aAPeC MeCTA OCYLIECTBICHNAS JesiTeIbHOCTH:
Pocens, 129090, Mocksa, I'poxosnbckuii nepey.iok, nom 13, crpoenne 2. OT'PH: 1027739074000

Tenedon: +7 (495) 737-78-68. Anpec 3:mexTponHoili noursi: info@ru.yokogawa.com

H3rOTOBHUTEAD Yokogawa Electric Corporation
Ajpec MecTa HAXOXK/IEHHS IOpHIHIecKoro una: 2-9-32, Nakacho, Musashino-shi, Tokyo 180-8750, SInouus
AJpec MecTa OCYIIeCTBICHHS JeATeILHOCTH O H3TOTOBIeHHI0 mpoaykunu: Yokogawa Process Analyzers
Europe B.V., Euroweg 2, 3825 HD Amersfoort, Hnaepaanas

ITPOAYKIINA Cencopn1: pH - FU20 / FU24 /PH20 / SC25V / SC24V; SENCOM — FU20F / FU24F /
PH20F / SC24F / SC25F; nposoanmocti — SC42 / SX42 / SC4A / ISC40S ¢ Ex-MapKnpoBKAMH COIIACHO
npuioxennio (cM. 6nank Ne 0621400).

JlOKyMeHTbI, B COOTBETCTBHH € KOTOPBIMH H3TOTOBJIEHbI HITEJHS — CM. NpHIoxkenne, 6aank Ne 0621399,
CepHuiinblif BLIMYCK.

KOA TH BOA EA3C 9027 90 5000

COOTBETCTBYET TPEBOBAHHWAM

TP TC 012/2011 «O GesonacuocTu 060pynoBanus /15 paGoThl BO B3PLIBOONACHBIX CPeax»

CEPTUOHKAT COOTBETCTBHA BbBIAAH HA OCHOBAHHH

Mporoxona ueneiranmii Ne 254.2019-T or 01.10.2019 Hcnbitatensnoii 1aGopaTopus TeXHHUECKHX
YCTPOHCTBE  ABTOHOMHOH HeKoMMepuyecKoil opramm3amun  «HanumoHANBLHBIE  HCOBITATENBHLIE W
HAYYHO-HCC/Ie10BATEILCKHI HHCTHTYT 0GOpYNOBaHMH Ui B3phIBoonacubix cpea» MJI Ex TV (arrecrar
Ne POCC RU.0001.21MII119 Bbiaan 16.10.2015); Axra anaausa cocrosumsi npon3soacrsa Ne 16-A/19 ot
31.01.2019 Oprana no cepTHHKANME B3PHIBO3AMMIIEHHOI0 H PYIHHYHOIO obopynosanns (OC IICBD)
OGmecrBa ¢ orpanuyennoii oreercTBenHOCThbI0 «IleHTP MO CepTHOHKANMH B3IPHIBO3AMHIIENHOr0 N
pyanu4soro obopynosanus» (000 «HAHHO IICB3Y») (arrecrar Ne RA.RU.11AAS87 Bbiian 20.07.2015);
JlOKyMenTOB, NpEACTABIEHHLIX 3afBHTENEM B KAYECTBE JOKA3ATENABLCTBA COOTBETCTBHMSI OPOIYKIHK
Tpebosanuam TP TC 012/2011 (cm. npuiokenue, 6aank Ne 0621399). Cxema ceprudpnkannm — lc.
AOIIOAHHUTEABHASA HH®OP us

ITepeyens cranaapToB, NPHMeHsIeMbIX Ha 100POBOILHOII OCHOBE 151 COOIIOCHAS Tpedosanuii TP TC 012/2011
(em. mpustokenue, 6.aank Ne 0621399). YesoBusi H CPOK XpaHeHHS YKA3AHBI B IKCITYaTALHOHHOI
poxkymentaunn. Hasnavennsrii cpok ciyx6ni — 1 roa.
. CPOK AEMICTBUA C._ 04.10.2019
BKAKOYHUTEABHO
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IIPUAOKEHUE

5 K CEPTU®HKATY COOTBETCTBUA Ne EASC
Cepus RU Ne 0621399 5

RU C-JP AAS87.B. 00229/19 JIHCT 1

| 1. NEPEYEHb CTAHIAPTOB, IPUMEHAEMBIX HA JIOBPOBOJIBHON OCHOBE
e J11s1 COBJIIOJAEHNSI TPEBOBAHMIA TP TC 012/2011 «O BE3ONTACHOCTH OBOPY/IOBAHUS
4 JJIs1 PABOTBI BO B3PbIBOOITACHBIX CPEJIAX»

i O6o03HaueHHe CTAHAAPTOB HaumeHoBaHUE CTAHAAPTOB
o T'OCT 31610.0-2014 (IEC 60079-0:2011) Bspeisoonacusie cpeasl. Yacrs 0. O6opynosanune. O6mue Tpebopanus )
=l 'OCT 31610.11-2014 (IEC 60079-11:2011) | BspsiBoonacubie cpeanl. Yacte 11. OGopylosaHue ¢ BHIOM B3pbIBO3AUIMTE ~
il HekpobesonmacHas YIeKTPUYECcKas Lemb «i» e
i e
k* II. TOKYMEHTBI, TPEACTABJEHHBIE 3AABUTEJIEM B KAYECTBE JOKA3ATEJ/ILCTBA T |
s COOTBETCTBHA NPOAYKIIMH TPEBOBAHUAM TP TC 012/2011 a7
s | Pykosozctso [Monssosarens Monens FU24F Jlaraux pH/ORP SENCOM, ®IM 12B06J08-01R-E. (01.09.2019): | i
£ Pykosoactso [Monssosarens. KomGuuuposanustii 12 My partunk pH, Ref, LE u remneparypsl. Monenas SC25V IM 12B6J1-40R-E "‘.
i (01.09.2019);
C Pykosoacteo [lons3osarens Huayxtuehble cexcopsl npooaumoctd  ISC40 I Hepxarenun ISC40F ], nepexomHuk,
_r Knemmuan kopobka BA20 ¥ mminutensusiii kabene WF10J. IM 12D06B02-01R (01.09.2019);
7 y PykosogctBo  Ilomssosarens  Moxens FU24  KomOunupomammeii  gatumk  pH/ORP ¢ xomnencauwedl  jnasiienus
IM 12B06J03-03R-E (01.09.2019);

Pykosoacreo Ilonssoparens. Monens I1SC40G(S). Jlaruuku W (UTMHTH 8 HHIYKTHBHOTO HM3MEPEHHA MPOBOAMMOCTH.
IM 12D08J02-R-E (01.09.2019);
Pyxosoacrso TTonssosarens. Moaens FU20. KomOunuposanuerii garuuk pH/ORP. IM 12B06J03-02R-E. (01.09.2019);

", Pykosoacrso [MonszoBarens. Monens FU20F. Jlarunk pH/ORP SENCOM™. IM 12B06J03-04R-E (01.09.2019);
. Pyxosoacrso [Tonssosarens. Moaens SC25F. qarunk pH SENCOM™. IM 12B06J01-41R-E. (01.09.2019);
Hucrpykims no skcnmyatauns. Juddepenumansustit naruuk pH/ORP. Moxens FU20-FTS. IM 12B6J3-05R-E. (01.09.2019); s
il PykosomcrBo IMomw3osarens. Mopens SC4A, SC41, SC42, SC49, SX42. CnenmaneHble  JaTuMKM  [POBOJMMOCTH. |
IM 12D07J01-10R-E. (01.09.2019);
Ueprexu: Texuuuecknit paitn EC-Type Examination Rev.4 (17.02.2014);
ITepeueHs cTaHaapToB M. 1. L.

' 1I. JOKYMEHTBI, B COOTBETCTBHH C KOTOPLIMH H3I'OTOBJIEHA MMPOAYKLHA
,’}:‘E Yeprewu: Texuudeckuit aiin EC-Type Examination Rev.4 (17.02.2014). |
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K CEPTHOHKATY COOTBETCTBHS Ne EA3C
Cepus RU N 0621400

1. HA3HAYEHHWE H OBJIACTH IPUMEHEHHSA
Cencoper: pH — FU20/ FU24 / PH20 / SC25V / 8C24V; SENCOM — FU20F / FU24F / PH20F/ SC24F / SC25F; nposoaumoctn — SC42 / §X42 /

SC4A /1SCA0S (nanee — cencopn) MPEHAHAYEHb! 1A HIMEPEHUS NIAPAMETPOR TEXHONOTMECKOr0 npotecca.

O6nacTs npUMEHEHHs — B3PRIBOONACHKIE 30HBI OMEIIEHHIT H HAPYKHBIX YCTAHOBOK, COITIACHO Ex-mapxuposke, TOCT IEC 60079-14-2013,

PperiaMeHTHPYIOIINI NPHMEHEHHE SIEKTPOOGOPY T0BaHsA BO B3PBIBOONACHBIX CPe/aXx.

2. OCHOBHBIE TEXHUYECKHWE JAHHBIE
2.1. Ex-MapkupoBKa:
- ceHcopsl Mozeneit ISC40S
- cencopsl Mozenedt FU20F, FU24F, PH20F, SC24F, SC25F, FU20, FU24, PH20, SC25V, SC24V
- cencopel Mozeneit SC42, SX42, SC4A
2.2. JlnanasoH TeMIiepatyp okpyxarouieit cpeast, 0C:
- cencopsl mosieneit FU20F, FU24F, PH20F, SC24F, SC25F, (T6/T5/T4/T3)
- ceHcopsl Moaeneii FU20, FU24, PH20, SC25V, SC24V (T6/T5/T4/T3)
- ceHcopbl Mozeneit ISC408 (T6/T5/T4)
- ceHcopsl Moeneii SC42, SX42, SC4A (T6/T5/T4/T3/T2)

OEx iaIIC T6...T4 Ga X
OEx iaIIC T6...T3 Ga X
OEx ia IIC T6...T2 Ga X

ot munyc 40 no +60/+75/+110/+125
ot munyc 40 no +40/+55/+105

ot munyc 30 no +40/+95/+130

ot munyc 30 go
+40/+95/+130/+165/+275

' ISC40S

2.3. CreneHs 3alUThl OT BHEWHNX BO3AEHCTRHIL: P66, P67
2.4. Bxoubie nekpo6e30nacHble IapamMeTphl CeHCOPOB;
Cencopsl Mozeneii Bxoausie nekpobe3omacHsie mpaMeTphl
U.*B Li,* MA Pi,* Br Li, Mkl Ci
Ol nd
e FU20F, FU24F, PH20F, SC24F, SC25F 6,1 230 1,2 4 30
19,1 170 0,8 0 0
SC42, §X42, SC4A 14,4 116,5 0,342 0. 150
FU20, FU24, PH20, SC25V, SC24V 18 170 0.4 0 3,6

* - konkpeThbie snavenna Ui*, [i* onpezensiotes u3 MaKcHMansHO J0MyCTHMON BX0AHOM MomHocTH P* i He MOTYT BO3/IEHCTBOBATE Ha BXOJ
CEHCOPOB 0/IHOBPEMEHHO.

52 ONMHCAHUE KOHCTPYKIIMY M OBECIIEYEHUSA B3PBIBO3AIMILEHHOCTH H3AEJINit
CeHcopsi BEITIONHEHb! B LUTHHIPHYECKOM KOPIYCE H3 CTEKNA C MMEMEHTAMH H3 IUTACTMACCH], TOMUHHEBOTO CITABA, THTAHA 1 pasLeMOM HIIH

TIOCTOAHHO NPHCOE/IMHEHHBIM KabeneM Ha Topiie. B Kopriyce MOHTHPYIOTCA H3MEPHTEILHBIE JATIHKH,

B3peisosammmennocTs ceHcopoB o0ecneunsaeTcs BRINOJIHEHHEM TpeGOBAHUi cranjaproB: [OCT 31610.11-2014 (IEC 60079-11:2011),

I'OCT 31610.0-2014 (IEC 60079-0:2011).

4. MAPKHPOBKA
EX-MapkupoBKa, HAHOCHMas Ha CEHCOPBI, JOJKHA BKNOYATh CIEAYIONIHE JaHHbIE:
= TOBAPHBII 3HAK MJIM HANMEHOBAHHE MPENPHATHA - H3TOTOBUTEIS,
- THIT H3JENHS;
- 34BOJICKOI HOMED H I'0J] BBITYCKA;
- Ex-mapkuposky;
- CleUMATBHBIH 3HAK B3PhIBOOE30NACHOCTH;
- JHaNa3’oH TEMINEepaTyphl OKPYKalomel cpe/ibl;
= BXO/IHbIE HCKpOGe30nacHbie IAPaMeTPBi;
- TIpeyNpeARTETEHEIE HAATHCH;
- HOMEp CepTH(MKATA COOTBETCTBHS;
U JIpyrHe JaHuble, TpeGyeMbie HOPMATHBHOMH U TeXHHYECKOH JOKyMeHTaNelH, KOTOPBIE H3rOTOBHTENE AOIEH OTPasHTh B MAPKHPOBKE.

5. CHEOHUAJILHBIE YCJIOBUA MPUMEHEHHUSA
3uak X, crosumii nocie Ex-MapkupOBKH, 03HAYAET, YTO NPH JKCIUIYATALMH CEHCOPOB HEOGXOIUMO co0moaTh CIEAYIONHE CrelialbHbIC

YCIIOBHA:

5.1. TloepxuocTs Kopriyca ceHCOPOB CHOCOGHA HAKATUTMBATS JNEKTPOCTATHYECKHH 3apaj, MO3TOMY KOPITyca CEHCOPOR JIOJIKHLI GbITH

YCTAHOBJICHBI TAKUM oﬁpaaou, 4T00bI HE BO3HHKANA OMTACHOCTH BO3TOpaHHA H3-32 OMACHBIX JJIEKTPOCTATHYECKHX 3aps/10B, 0COOEHHO B cliy4ae,
KOr/1a TEXHOIOTHYECKas Cpeja ABIACTCA HeNpOBOASILECH.

5.2. Kopiryca ceHCOPOB HMEIOT JIEMEHTHI U3 ATIOMUHHEROTO CIUTABA H THTAHA, NO3TOMY IPH YCTAHOBKE HX B 30HY (), Bo n30exanue ornacHocTH

BOCIUIAMEHEHHA OT (PPUKIMOHHEIX HCKP, 0GPA3YIOLIMXCS NPU TPERHH HITH COYAapEHHH, HEODXOIMMO obeperarh uX OT MEXAHHYECKUX Y/IAPOB.

nojekauieii 06a3aTeILNOI NOCTABKE ¢ KAMILIM CEHCOPOM.

¢ Tpebosanuamn TP TC 012/2011.

Cneunaneneie yenosus npumenenus, oGosnadenubie 3nakom X, A0MKHBI GbITh OTPAKEHBI B COMPOBOJAHTENLHOIN TOKYMEHTALHII,

Brecenne n3Menennii B KOHCTPYKUHMIO CCHCODOB BO3MOKHO TOMIb ¢ HAHHO IICBY B cooreercrsum

PykoBoaHTess (ynoanomouennoe <
AHMI0) OpraHa o cepTH(HKAIHA

" {noanuce) e
Ixcnepr (akcnepr-ayauTop)
(axcrepro1 (axcepThI-ayAHTOpPHI))

T

RU C-JP.AA87.B.00229/19 JIncr 2

\ Ja:?ornn Aunexcanap CepreeBuy -

yxoun KOpuii Imurpuesuuy



