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Zero point adjustment with FieldMate 

About Zero point adjustment with FieldMate 

Next 

Zero point adjustment is one of frequently performed tasks in plant. 

This work requires complicated operation for each device. 

FieldMate provides easy operation for this task. 
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① This is current measured  value. 
       This value is adjusted  to zero. 

Please click! 

② Zero Adjustment function is lunched    
       with clicking this button. 

Zero point adjustment with FieldMate 

FieldMate connects and communicates with target device. 



PREFACE CONNECTING 
 TO A DEVICE ADJUSTMENT CONFIRMATION 

Zero point adjustment with FieldMate 

Zero adjustment function is launched. 

Please click! 
③ Execute Zero point  adjustment. 

① FieldMate looks up the zero 
       point adjustment parameter  
       automatically. 

② This is setting value. 
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Zero point adjustment with FieldMate 

Please click! 

① Adjustment value is set.  

② Close function. 

Zero point adjustment is performed. 
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Thank you for your attention. 

Zero point adjustment with FieldMate 

Confirmation of the adjustment result 

① The result of zero point  
       adjustment can be confirmed. 

Values before adjustment 

Return to start page 
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