
Calibration work with FieldMate 

The Calibration work with FieldMate  

The calibration and adjustment of device are the important works 
for plant operation. 
The new function of FieldMate provides the efficient calibration work 
by combination with FieldMate “for adjustment and management of 
field devices” and CA700 pressure calibrator “for calibration of 
pressure transmitter”. 
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Calibration work with FieldMate 

Connecting with FieldMate, CA700, and target device. 

Different / Pressure 
transmitter 

Pressure pump 

Calibration data 

Air tube 

Device 
information 

Measurement leads 

■Calibration settings 
■Monitoring measured data 
■Auto saving calibration data 
■Management calibration data 
■Generation calibration report 

NEXT 

The following items are provided  by 
combination with FieldMate and CA700. 
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Calibration work with FieldMate 

Calibration setting window 

Enter the calibration 
settings in this window. Progress of  

calibration work NEXT 
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Calibration work window  

NEXT 

Calibration work with FieldMate 

Calibration result are saved automatically. 

Engineer can perform the  calibration work 
with monitoring pressure data. 
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Calibration result window 

NEXT 

Calibration work with FieldMate 

The calibration result is displayed. 
This is the example of the calibration results of 
“As Found “ and “As Left”. 

The calibration result can be 
outputted a s calibration report. 
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Management window 

Calibration work with FieldMate 

The restored calibration results 
can be confirmed. 

NEXT 
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Reporting Calibration result 

Calibration work with FieldMate 

Calibration results 

Thank you for your attention. 

Calibration result can be outputted  as 
calibration report in any format. 
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