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Operating Flow
Setting the Communication Interface Module ) i

Refer to '2.4 Connecting the Interface
- Cables' of user's manual (IM DA100-01E)

Setting the Unit Number )

Refer to '2.3 How to Connect the Input/
Qutput Modules' of user's manual
(IM DA100-01E)

Connecting the Module

Refer to '2.3 How to Connect the Input/
Output Meodules' of user's manual
{IM DA100-D1E}

I

Installation

Refer to ‘Chapter2 Installation
and Wiring' of user's manual
(181 DA100-01E)

Power ON

Refer to '2.7 Connecting the Power
Code and Turning the Power GN/OFF'

of user's manual (IM DA100-01E)

NN

\_/

Inatalling the DAQ32 Software

Refer to '1.3 Setting up DAQ32'
of user's manuat {(IM DP12013-61E)

Starting the Software

Refer to '1.4 Opening and closing
each Software'of user's manual
{IM DP12013-61E)

o/

N

//

Setting the Environment

Refer to '3.3 Communication Settings’
of user's manual
{{M DP12013-61E)

e e a e

Refer to '3.2 Network Settings' of user's
manual (IM DP12013-61E)

Diagnosis and Construction

Refer to '3.5 System Reconstruction/
Scan/Initialization’
of user's manual (IM DP12013-61E)

Setting the DA100 )

Refer to 'Chapter4 DARWIN Hardware
Configurator'
of user's manual (IM DP12013-61E)

( Start Measuring

Refer to 'ChapterS Logger Software’
of user's mamual (IM DP12013-61E)

MY

Note

To use the ethernet module you must set the IP address, subnet mask and default
gateway using DAQ32 software. To make the settings the dipswitch of the ethernet
module must be set to configuration mode.

Setting the Comunication Module -

RS- 422 AIRS-485

= ON
GP-1B module Ethernet module module Bz E% }|oFF module
= .} )
o = :  L_Data length
OF |
u F I—Baud rate E ;
| L-Notused
- —
Keepalive * B g E] OFF B_' {gzl% [34
Keepalive No.3 12 3 L_a-wire/2-wire
Enabla ON I_ Not used .
LDisable  QFF Stap bit = St°f’ bit
Mode Parlty Parity
Mode No.1  No.2 ON
mode 1 2 3 4 @
Test mode gFF ON L_Not used ‘—l—'_l_Address(upper)
c ication ON  OFF i
Gommunication andshake System “ﬂé';l:"é‘ﬂ's"e time
12 3 4
Address(lower)
Setting the Unit No. and Connecting the Module T T BT
150 OFF OFF OFF Datalength __ No.4Q
Module Connector 300 OFF OFF ON Jo FF
600 OFF ON OFF @ . N
Cover 1200 OFF ON o R
. . . { OFF o ——
Switch for setting the unit fg g: OFF g:': - Stophit  No.3
number 2600" ON ON OFf ; o ,g:l: ‘
‘/%r 3 (settable from 0 to 5) 19200 ON_ON  ON 2 _____ ON
/ ) 97 Parity Nod  No2
R :@: NONE  OFF OFF
| S5 o5 oDD OFF ON
nput = ‘ EVEN*  ON _ OFF
module [y Switch for setting &3

Set the unit number
which is different from
another unit

vy
W

the unit number

the module

Handshake system No.l No.2 No3

Mo handshake™ - OFF QFF OFF
XON-DTR- OFF OFF ON
XON-RTS OFF ON  OFF
CTS-DTR. OFF ON ON
CTS-RTS ON OFF R

Only for RS-422-A/RS-485 Moduls'

Address No.d4 No.1 No.2 No.3 No.d

1" OFF OFF CEF OFF ON
OFF OFF OFF ON OFF !

3 OFF OFF OFF ON ON

4 OFF OFF ON OFF OFF

5 OFF OFF ON  OFF ON

g OFF OFF ON ON OFF | -

7

8

OFF OFF QN ON ON |
OFF ON OFF OFF OFF !

9 OFF ON OFF OFF ON
10 OFF ON OFF ON OFF

11 OFF ON OFF ON ON

12 OFF ON ON OFF OFF
13 OFF ON ON QFF ON .
4 OFF ON ON ON OFF
15 OFF ON ON ON ON

16 ON OFF QFF OFF OFF

17 ON OFF OFF OFF ON - |
18 ON OFF OFF ON OFF .
19 ON OFF OFF ON ON _ :
20 ON OFF ON OFF OFF
21 ON OFF ON OFF ON

22 ON OFF ON ON OFF
73 ON OFF ON ON ON
24 ON ON OFF OFF OFF
25 ON ON OFF OFF ON
26 ON ON OFF ON OFF ©
27 ON ON OFF ON ON |
28 ON ON ON OFF OFF ;
29 ON ON ON OFF ON
30 ON ON ON ON OFF ;
31 ON ON ON ON ON
RS-422-A/RS-485

4-wire/2-wire No.4

A-wirp* OFF

2-wire ON

Faor Using Standard Scftware

*: Default Setting

Connecting the Unit  DA100 stand-alone model

DA100 expandable model

/Extension cable

Communication interface module
3

and Connectlng the Communication interface module T 3 =TS mmrnu1mmumumn||\mnummmmurmun.J\ml[\||3rlu||\1m|u|;||\|||um|m|\u_ ML
Interface Cables Be oo LAY L=
TEO L of e Bui unit
U o ﬁa D3 .
— i = o ° < .,
———@O '"E. =29 \L C f ? t' : -Iﬂll I 'Ell ||i||\|\|l[ll\|I||]\mlmlf||\||“|\lﬂll\|lf IIH]INMINIIIH|]IU|I|\||§||J||J 2z ]
oi o) [fo | Hal Ha i [ = ommunication
— _— interface cable
Communication interface cable ] ] [ @ |l|||U”|U[J‘Illll\IU||FI|IIJ|l{\|¥|||||iIIiIHII‘IIIFIILIIfl J\[I[FIILII\llUI\II]I[]IHI\iII\II\lIlll
Sub uni !
. Bab unit
. [ratey] I BRENG
(>3 & =] & = e
- = T LMD L
Environment Setting/System Construction
Set the IP address, subnet mask and default gateway
for the ethernet module., Scan button RS-422/RS-485

Software Configurator start button

must be set to configuration mode.

1o Solleeain Conliguiatin

fm l;mmmu Dognaste Sydem Hop

_Jﬁlgd.elﬁl_l

Pacthers
Ated Mu¥

E.IT UL R

Set Ihe DR 3wt Scflirg mine Bt modie a3 shw bl

For 1 conbgur e the mooue,

e

To make the settings the dipswitch of the ethernet module

Reconstruction button

i2 Soltwarr Confowater
[l Cofwmricators Qegnodts Svtem ¥iew Hel
@& fein. &b T

Comekatnt | Dagome | CAlbeekn | betwst |

RS-232-C —.
Settings :

GP-IB
settings

Feoke

settings

Ethernet
settings
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操作の流れスタンダードソフトウエアを使って測定する場合の操作の流れを以下に示します。通信モジュールの設定をする・畢　　　　IM　DA100−01J　　　　　「2．4　通信ケーブルの接続」ユニット番号を設定する（拡張タイプ）細石罵・一・実装・・かた・各種モジュールを装着する　　　　　　　　　　　　　　　馨　　　　　　　　　　　　　　　　　　　　lM　DA100−01J　　　　　　　　　　　　　　　　　　　　「2．3　入出カモジュールの実装のしかた」　　　　　　　　　　　　　　　羅　　　　　　　　　　　　　　　　　　　　IM　DA100−01J　　　　　　　　　　　　　　　　　　　　「2章　装置と配線」・馨1騨1鵠接続・�p・肝・パーソナルコンピュータにデータアクイジションソフト　　　　　　ウエア32付属品）をインストールする　　　　lM　DP12011−6てJ　　　罪「1．3　データアクイジションソフトウエア　　　　32のセットアップデータアクイジションソフトウエア32を起動する賦燃多　IMDP12011−61J臣　　　「1．4各ソフトウエアの起動方法と　　　終了方法」野撚擁翻、・騰罵1鍮一・｛、ゴト「雛罵畢再灘認・各種設定を行う羅1羅賜・ウ・ア・　　　　　　　　　　　　　　　　　　　lM　DP120質一61J　　　　　　　　　　　　　　　　　　　　「5章　ロガーソフトウエア」Noteイーサネットモジュールを使用する場合は、DA100のIPアドレス、サブネットマスク、デフォルトゲートウェイをデータアクイジションソフトウエア32から設定する必要があります。Disk　No．　REO13rd　Edition：December　1999｛YG）All　Rights　Reserved，　Copyright◎1996　Yokogawa　Elect丙。　Corpora電ion●通信モジュールの設定　　　　　　　　　　　　　　　・1葬≡謡　・曙�j　・離離舗ii　iiiil騰讐響畢�j。ii　i灘｝ilil　　　・　　　　　　　　　　　　一　　　・・　　　　　　『’　　　　　　　　　　L　　�`　　　ボーレート　　No．1　No．2　No・3　　．一　　　　　　　　19　　　0N　OFF　OFF　ON　ON　　‘　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　；1謙　　呂糠，器　野田　　　　　　　　　　　　　　‘　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　」　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　　免　　　炉　　　　　　　「　　’「　　　　　　　　　　　　　　DA100スタンドアロンタイプ●ユニットの接続1アスO罵�GOPCとの接続●環境設定1システムの構築環境・診断・校正ソフトウエア起動ボタン＝∈≡≒ヨ0匿通信ケーブルイーサネットで通信する場合だけ、lPアドレス、サブネットマスク、デフォルトゲートウェイを設定，�u噸『ψ毘＠騨騨．癬騨講，増』濫訴囮1幽幽藍胎モジ葺顯ル本　宰を蟻下の『…匂トビこしてq瓢％　　　麟⇔ンブイツ帯ド》　　　　脾DA100拡張タイプ　　　　　　　　　　　　　　　　　　　　　　　　　拡張ケーブル還信モジュールoooooooo��酔¢xぐン．ス’『δ．Lﾋ　．轟馬7　7晶＿@os毒曽，騨剛亭≡．｝ooo��＠oooooo＝∈∋ヨo通信ケーブルO　　　　　O　　　　　o　　　　　e@サ7’γ『’ノ1・@　貸s鶴奪　oD騨魍Q一讐噸o　　oD廻レ£）慈’τIloO　　　　　　　o@o．零’ooo　　　　　　o薗��oooo匡』◎RS−232・C一　ポート　ボーレート　パリテイシステムの確認ボタンGP−IB　アドレスシステム構築ボタン　　　　　、鯵「ゆ．．脚Mフ》　　　　亭7｝ワPク　　　撒一r　一騨・…RS胃422−A／RS・485　ポート　ボーレート　パリティ　ノアドレスイーサネット　lPアドレスlM　DA100響91JE3版

