Drawings Model UPM100
Universal Power Monitor
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External Dimensions
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Panel Cutout Dimensions
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Normal tolerance: *(value of JIS B 0401-1998 tolerance grade 1T18) /2
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Terminal Wiring Diagrams

BN N N 5 e Single-phase 3-wire/ Three-phase 3-wire
SR 1R (F R (] (P 1S [ S No. | Terminal Signal Name
80600660005 S
1 PE Protective ground
P[_JLH_JLJ [—JL@W } 2 L1 Power supply
U[EMT]@@ RS 3 N1 Power supply
L Nafunlalalalnlin 1Pt [Voago npu
READY oltage input
605 UU UU UU UU UU U V A h 6 P2 [P3] Voltage input
7 NC Unused terminal
8 SG RS-485 signal ground
T 9 B+ RS-485 (+)
10 |A- RS-485 (-)
11 D1+ Pulse output-1 of electric energy (+)
H ET, H 12 D1- Pulse output-1 of electric energy (-)
H © . . H 13 D2+ Pulse output-2 of electric energy (+)
— =_— 14  |D2- Pulse output-2 of electric energy (-)
—Q— L @ @ 15 1S Current input
o= aas =) 20| [ 16 |1L Current input
T 0T O O o O 17 |2S [3S] Current input
18 2L [3L] Current input
19 NC Unused terminal
e Single-phase 2-wire 20 INC Unused terminal
b G L] Sl B The inside of brackets in Terminal Symbol means the
Syimbal - case of three-phase 3-wire.
1 PE Protective ground
2 L1 Power supply
3 N1 Power supply e Three-phase 4-wire
4 P1 Voltage input No. | Terminal Signal Name
5 P2 Voltage input Symbol
6 NC Unused terminal 1 PE Protective ground
7 NC Unused terminal 2 L1 Power supply
8 SG RS-485 signal ground 3 N1 Power supply
9 B+ RS-485 (+) 4 P1 \oltage input
10 [A- RS-485 (-) 5 PO Voltage input
11 |D1+ Pulse output-1 of electric energy (+) 6 P2 Voltage input
12 |D1- Pulse output-1 of electric energy (-) 7 P3 Voltage input
13 |D2+ Pulse output-2 of electric energy (+) 8 SG RS-485 signal ground
14 |D2- Pulse output-2 of electric energy (-) 9 B+ RS-485 (+)
15 1S Current input 10 A- RS-485 (-)
16 1L Current input 11 D1+ Pulse output-1 of electric energy (+)
17 NC Unused terminal 12 D1- Pulse output-1 of electric energy (-)
18 NC Unused terminal 13 D2+ Pulse output-2 of electric energy (+)
19 NC Unused terminal 14 D2- Pulse output-2 of electric energy (-)
20 [NC Unused terminal 15 1S Current input
16 1L Current input
17 2S Current input
18 2L Current input
19 3S Current input
20 3L Current input
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